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GENERAL NOTES

1. ALL WORK SHOWN ON THIS SHEET SHALL BE PERFORMED IN
ACCORDANCE WITH NFPA 70—2002, NATIONAL ELECTRICAL CODE.
% \ECESSARILY DEPICT EXACT CONFIGURATIONS. EQUIPMENT AND
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ROOM ROOM AUTOCLAVE LABORATORY OFFICE ROOM 3. RECEPTACLES AND OUTLETS ARE SHOWN IN APPROXIMATE LOCATIONS.
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ADDITIONAL COST TO OWNER.
4. TERMINATE ALL CONDUITS USING INSULATING BUSHING.
ﬂ ﬂ ﬂ ﬂ ﬂ ﬂ ﬂ ﬂ ﬂ ﬂ ﬂ ﬂ 5.  ALL TELECOMMUNICATIONS WORK SHALL CONFORM TO THE VAMC—OKC
\ WIRING CLOSET AND CABLE RUN SPECIFICATIONS JANUARY 23, 2008 EDITION.
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